PART 1 - GENERAL

1.01 DESIGN GUIDELINES

A. Provide surge protection only when requested by the end user. Coordinate specific surge protection requirements with WSU Project Manager, based on end user requirements.

PART 2 - PRODUCTS

2.01 PRE-APPROVED MANUFACTURERS

A. Eaton/Cutler-Hammer: Visor Series

B. Square D

C. General Electric

D. Siemens

END OF SECTION