BAS NETWORK RISER DIAGRAM

120 VAC

FIBER ENCLOSURE

UPS

120 VAC

NETWORK SWITCH

BAS CONTROLLER

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

AN UPPER FLOOR LEVEL

FIBER OPTIC CABLE CAPACITY, TYPE AND TERMINATION LOCATIONS TO BE SPECIFIED BY ITS OR FAS

NOTE:
NETWORK SWITCHES AND SWITCH LOCATIONS TO BE SPECIFIED BY FAS

NOTE:
MSTP CABLE IS TO BE PER THE CONTROL VENDOR SPECIFICATION. TERMINATIONS ARE TO BE PER BACHET MSTP STANDARDS.

A MID-FLOOR LEVEL

120 VAC

FIBER ENCLOSURE

UPS

120 VAC

NETWORK SWITCH

BAS CONTROLLER

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

MSTP NETWORK

MSTP DEVICE

BOTTOM FLOOR LEVEL