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NOTES— ALL SENSORS ARE ANALOG.

ALL DAMPER ACTUATORS AND VALVE
ACTUATORS ARE ANALOG EXCLUDING
THE INLET AND EXHAUST SHUTDOWN
DAMPERS.

REFER TO THE CONTROL STANDARDS
FOR MOTOR PROOF METHODS.
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